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Dollar General

reflectances or assumed characteristics may affect the actual performance of the luminaries.
Based on the factors, Harris Manufacturing, Inc. can not guarantee these results.

CONFIDENTIAL INFORMATION Please Note: This data is based upon certain specific assumed
reflectances and characteristics of the proposed environment. Any deviation from these

Harris Lighting

DescriptionPart NumberQty
BOM Schedule

HW-HID-PLL-400MOUNT

4035 Reynolds Blvd
Green Cove Springs, FL 32043
Tel: (904) 284-1220 x262
Email: bhartt@harrislighting.com

Menasha, WI

4 MFHID-WPF-70MH
MFHID-PLL-150MH7

7
7 HW-HID-20POLE4

Single Tenon Mounting Bracket
20' Parking Lot Pole

150W Parking Lot Lighting ***NOTE: DO NOT tilt fixtures up, keep at 0 degree horizontal plane.

7 HW-HID-PLL-SBL16 Backlight Shield for PLL

70W Full Cutoff Wall Packs

Luminaire Schedule
Symbol

Calculation Summary
Label CalcType Units Avg Max Min Uniformity Ratio
Canopy CalcPts

Qty Label Description

Illuminance Fc

Arrangement Lumens LLF

10.33

4 MFHID-WPF-70MH 70W Full Cutoff Wall Pack SINGLE 5500

13.5 6.6 1.57
Parking Lot CalcPts Illuminance Fc

0.940

2.99 5.0 0.6 4.98
Site CalcPts Illuminance Fc 0.25 0.0 N.A.

7 MFHID-PLL-150MH SBL 150W Parking Lot Lighting w. SBL SINGLE 13300 0.940
1 Canopy Strips Strip SINGLE 2900 0.940

4.1
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CONFIDENTIAL INFORMATION Please Note: This data is based upon certain specific assumed
reflectances and characteristics of the proposed environment. Any deviation from these
reflectances or assumed characteristics may affect the actual performance of the luminaries.
Based on the factors, Harris Manufacturing, Inc. can not guarantee these results.

Harris Lighting

Email: bhartt@harrislighting.com

4035 Reynolds Blvd
Green Cove Springs, FL 32043
Tel: (904) 284-1220 x262

Menasha, WI

Luminaire Location Summary
Label Fix. Ht. Orient Tilt
Canopy Strips 10 135 0
MFHID-PLL-150MH SBL 20 180 0
MFHID-PLL-150MH SBL 20 180 0
MFHID-PLL-150MH SBL 20 270 0
MFHID-PLL-150MH SBL 20 270 0
MFHID-PLL-150MH SBL 20 270 0
MFHID-WPF-70MH 16.5 90 0
MFHID-WPF-70MH 16.5 90 0

MFHID-WPF-70MH 16.5 90 0
MFHID-PLL-150MH SBL 20 90 0
MFHID-PLL-150MH SBL 20 321.074 0

MFHID-WPF-70MH 16.5 90 0
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reflectances or assumed characteristics may affect the actual performance of the luminaries.
Based on the factors, Harris Manufacturing, Inc. can not guarantee these results.

CONFIDENTIAL INFORMATION Please Note: This data is based upon certain specific assumed
reflectances and characteristics of the proposed environment. Any deviation from these

Harris Lighting
4035 Reynolds Blvd
Green Cove Springs, FL 32043
Tel: (904) 284-1220 x262
Email: bhartt@harrislighting.com

Menasha, WI
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Based on the factors, Harris Manufacturing, Inc. can not guarantee these results.

CONFIDENTIAL INFORMATION Please Note: This data is based upon certain specific assumed
reflectances and characteristics of the proposed environment. Any deviation from these
reflectances or assumed characteristics may affect the actual performance of the luminaries.
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